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Question 1
Question Type: MultipleChoice

The Fusion Mod ule500 and FusionModule800 support the use of 24 U and 42 U cabinets.

Options: 
A- TRUE

B- FALSE

Answer: 
B

Question 2
Question Type: MultipleChoice

For the UPS2000-G series (6 kVA to 20 kVA), the main input voltage ranges from 80 V to 280 V, and the input frequency ranges from 40

Hz to 70 Hz. A wide input range effectively reduces the battery switch times, failure probability, and battery charge/discharge times,



helping improve the battery life.

Options: 
A- TRUE

B- FALSE

Answer: 
A

Question 3
Question Type: MultipleChoice

The capacity of the UPS5000-S power module is 50 kVA, and the height is 2U, which ranks the top in the power density of the industry.

Options: 
A- TRUE



B- FALSE

Answer: 
B

Question 4
Question Type: MultipleChoice

The output terminal type of the 6-kVA UPS2000-G is ( ).

Options: 
A- Terminal block

B- C13

C- Terminal block+C13

D- Terminal block+socket compliant with international standards

Answer: 



C

Question 5
Question Type: MultipleChoice

The output power factor of the UPS2000-G series (6 kVA to 20 kVA) is (), which adapts to new types of IT loads and greatly improves

the system loading capability.

Options: 
A- 0.7

B- 0.8

C- 0.9

D- 0.99

Answer: 
C



Question 6
Question Type: MultipleChoice

Which of the following are the optional components for the UPS2000-G series (6 kVA to 20 kVA)? () (Multiple Choice)

Options: 
A- Temperature and humidity sensor

B- Battery temperature sensor

C- Transformer

D- PDU

Answer: 
A, B, C, D

Question 7
Question Type: MultipleChoice



Which of the following functions and components are configured for the standard UPS5000-E (50 kVA power module)? (Multiple Choice)

Options: 
A- SNMP function

B- Dry contact communication card

C- Functions of a parallel system

D- BSC

Answer: 
A, B, C, D

Question 8
Question Type: MultipleChoice

How many batteries does the UPS2000-G series (15 kVA to 20 kVA) support? () (Multiple Choice)

Options: 



A- 28

B- 32

C- 36

D- 40

Answer: 
B, C, D

Question 9
Question Type: MultipleChoice

Which of the following voltage systems does the UPS5000-E support? (Multiple Choice)

Options: 
A- 380 V

B- 415 V

C- 480V



D- 400 V

Answer: 
A, B, D

Question 10
Question Type: MultipleChoice

Compared with the industrial frequency UPS with the SCR, the high frequency UPS with the IGBT rectifier can greatly reduce the input

current harmonics and improve the input power factor.

Options: 
A- TRUE

B- FALSE

Answer: 
A



Question 11
Question Type: MultipleChoice

The UPS5000-A has a built-in isolation transformer.

Options: 
A- TRUE

B- FALSE

Answer: 
B
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